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Borehole thermal energy system is an important component of the future low temperature heating networks.
Applications of such systems are available around the world presenting various configurations. However, the
mobility of the system from solar assisted to industrial heat has not yet evaluated. A 3D model of borehole thermal
energy system created similar to Drake landing solar community project configuration. This model is validated
with experimental measurements. The accuracy of the model estimated at 95%. Experimental measurements
further utilized to create an artificial neural network model to predict modes of operation (charging/discharging).
The accuracy of the model calculated at 97%. This study presents a possible application of storing excess heat
from combined heat and power plants in Sodankyl€a, Finland. The municipality of Sodankyl€a is planning con-
struction of new combined heat and power plants. These plants systematically shutdown during summer season
leaving 1.53 MW of excess heat. The heat surplus can be stored in a heat storage. Simulations reveal that the
model has storage capacity between 250 kW and 285 kW. In addition, there is a potential of five borehole thermal
energy storage to store the entire excess heat. The novelty of the study is to test the mobility of borehole thermal
energy system from solar assisted storage to industrial excess heat storage. The model used in a standardized
manner considering the conventional combined heat and power plants supply temperature for working config-
uration of heat storage.1. Introduction
Europe’s strategy on district heating and cooling (DHC) encourages to
decarbonisation of buildings, energy efficiency management, automation
and control, and reuse industrial waste heat (EU strategy, 2016). In 2012,
DHC supplied by renewable energy sources amounts to 14% in Europe
and 45% in Finland (EU analysis, 2020). The use of fossil fuels in DHC
expected to replace by wind power, heat pump and heat storage (Smart
energy transition, 2018). Adaptation of renewable energy sources
increased recently with industrial heat pumps and deep borehole heat in
Finland. This transformation towards the future of district heat produc-
tion brings challenges in energy efficiency of buildings, integration of
solar assisted heat production, and energy production in cold climate
(Paiho and Reda, 2016). Integrating heat pumps in decentralized heat
production widely accepted in Finnish climate (Laitinen et al., 2014). The
recent global commitment to DHC and recognition of carbon dioxide
emission reduction identified as moderate (Werner, 2017). However,
Europe is eager to increase energy production with DHC with a clear
emphasis on utilising renewable sources and reducing carbon dioxide
emissions.0 January 2021; Accepted 30 Ja
evier Ltd. This is an open accessThe next conceptual phase of heat production appears to be 4-gener-
ation district heating and cooling system (4GDHC) (Lund et al., 2014).
This allows the implementation of low temperature thermal grid, inte-
gration of smart energy systems, waste heat recycling, and low energy
space heating. Low energy DHC is comparatively expensive than the
conventional heat production (Kofinger et al., 2016). However, the ex-
pectations are positive for low energy DHC network implementation.
This requires demand-side management and renovation of pipes in the
network (Energistyrelsen, 2011). Refurbishment of buildings and
installation of substations recommended in some cases (Brand and
Svendsen, 2013). Potential to reduce supply temperature in DHC systems
is sufficient. Ostergaard and Svendsen (2017) reported the benefits of
reducing the supply temperature to 45 C on several Danish single-family
houses. Supply temperature of DHC system as low as 35 C in a high heat
density region investigated by carefully assessing the return temperature
(Yang and Svendsen, 2017). The implementation of ultra-low supply
temperature could significantly improve the performance fifth genera-
tion DHC systems. This allows heat producers to reduce heat losses and
take the opportunity to integrate variety of low-temperature waste heat
sources (Rhein et al., 2019). In addition, models of building and DHC,nuary 2021
article under the CC BY license (http://creativecommons.org/licenses/by/4.0/).
Fig. 1. Schematic diagram of the system. The schematic shows the positions of all the temperature sensors, flow meters, pump and valves. The collected dataset used
in the study is marked with green box.
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imising efficiency (Risberg et al., 2015). An important component of
implementing future DHC is Borehole thermal energy system (BTES). A
BTES implements either in centralized or decentralized heat production.
Installation of BTES also presents challenges such as design of the system,
energy management between injection and extraction, and heat losses (Li
andWang, 2014). Design parameters of BTES has significant effect on the
performance of heating system along with the temperature of the storage.
High storage temperature required for heat distribution in big districts
(Nordell, 1994). Location of the BTES needs consideration before
installation of the system. Heat losses from BTES vary in different
climate. Flynn and Siren (2015) investigated the performance of seasonal
BTES in five different locations. Results indicated that insulation and low
temperature heating system influence the performance of the storage.
The northern countries specially requires optimal design to keep stable
performance. A BTES requires heat source to store heat energy, which
can either decentralized or centralized application (Nussbicker-Lux et al.,
2009). In Europe, heat storage extensively used with biomass boilers and
combined heat and power plants (Fisch et al., 1998). The capacity of a
BTES design depends on either medium borehole or shallow borehole
system. Nilsson and Rohdin (2019) evaluated the performance of
large-scale BTES in Emmaboda, Sweden. Results indicated that the
quantity of heat source influenced the heat extraction from BTES.
Application of medium-scale BTES appears more suitable for DHC system
application (Rad et al., 2017). However, performance of a BTES de-
termines by optimal design models. Kandiah and Lightstone (2016)
investigated an optimized BTES with a buried tank to save ground space.
Results revealed that the presence of a tank did not significantly reduce
the performance of BTES. Furthermore, comparative performance be-
tween a centralized and decentralized district heating system is of
importance. Losses in a decentralized DHC found to be less than the
centralized system (Rehman et al., 2018).
There is clear gap in the previous research to propose a standard BTES
model that can be use in multiple applications such as solar assisted and
waste heat. This study proposes a 3D model of BTES and validates with
experimental measurements collected from drake landing solar com-
munity (DLSC) project organizer. Eleven years of experimental mea-
surements analysed and key information presented. This data also used to
create an artificial neural network model for identifying modes of oper-
ation (charging or discharging). The model of BTES employed to store2
excess heat from combined heat and power (CHP) plants. Charging op-
erations simulated for summer season storing excess heat and discharg-
ing operation simulated for rest of the year. Next section presents analysis
of DLSC system and artificial neural network model. The following sec-
tion propose the model of BTES. Results projected in section four. Section
five shows applications of BTES and the study concludes in section six.
2. System description
Drake Landing Solar Community (DLSC) project analysed in this
study to model BTES and store excess heat from CHP plants. The sche-
matic diagram of the project presented in Fig. 1. Main components of the
system consists of solar thermal collectors (Sibbit et al., 2012), short term
thermal storage (STTS), borehole thermal energy system (BTES) (Sibbit
et al., 2007), heat exchangers (HX), boilers (B), cooling fans (FC), and
district heating loop (Renaldi and Friedrich, 2019). There are several
temperature sensors (TS), flow meters (FM), pumps (P), and flow valves
(FV) to control the mode of operation. The system supplies heat to the
district as well as stores heat in BTES depending on heat demand (Sibbit
et al., 2015). The cooling fans installed to mitigate the excess heat from
solar thermal collectors. Hot and cold tanks connected to the supply and
return distribution lines (Sibbit et al., 2011). Boilers function as
compensation if supply temperature is lower than the demand of the
loop. The system further elaborated in (Mesquita et al., 2017).2.1. Borehole thermal energy system
The focus of the study is to construct a 3D model of the BTES similar
to DLSC project. Therefore, information related to the BTES extracted
from the schematic shown in Fig. 1. Sensor measurements recorded every
10 min. Flow valve (FV) controls the movement of carrier fluid in and out
of the BTES. Flowmeter (FM) recorded volumetric flow rate of the carrier
fluid. Inlet (TS-13) and outlet (TS-14) temperature sensors recorded the
temperatures to and from the BTES. The data consists of eleven years of
sensor measurements. Dataset consists over half a million samples
recorded over eleven years of operation every 10 min. This information
helps evaluating the optimal design constraints of a centralized or
decentralized heat production system. The annual mean air temperature
of the region measured at 5 C with a standard deviation of 11.6 C. The
coldest annual air temperature recorded at 34 C. The average BTES
Table 1
Parameters used in the artificial neural network model.
Parameter Value
Model type Classification-learning method
Number of hidden layer 1













Number of epochs 10




Parameters used in Sodankyl€a model.
Name Symbol Value
Thermal conductivity of the ground kg 1.07 (W/m.K)
Density of the ground ρ 1520 (kg/m3)
Specific heat capacity of the ground Cp 1014 (J/kg.K)
Inner diameter of heat exchanger di 25 (mm)
Inner diameter of inlet and outlet diio 65 (mm)
Thickness of pipes dt 1.5 (mm)
Depth of heat exchanger D 35 (m)
borehole to borehole distance Db 2.25 (m)
H. Haq et al. Cleaner Engineering and Technology 2 (2021) 100048temperature measured at 38 C. The average temperature of the hot (TS-
8) and cold (TS-11) tank recorded at 55 C and 47 C. The minimum,
mean and maximum temperature of inlet carrier fluid (TS-13) measured
at 0 C, 55 C and 89 C. The mean and maximum volumetric flow rate
(FM-5) of the carrier fluid recorded at 1.6 l/s and 4.5 l/s. The percentage
of charging and discharging operation of BTES during eleven years
estimated at 43% and 20% of the time. The boiler 1 (B-1) and boiler 2 (B-
2) used around 1.13% and 5.61% of the time.
2.2. Mode of operation
The dataset contains information on mode of operation (charging/
discharging). The mode of operation represents status signal recorded
with “BTESCHARGING” and “BTESDISCHARGING”. During charging
mode, valves FV-5.1, FV-5.3, and FV-5.6 switched on. Discharging mode,
however, switched on valves FV-5.2, FV-5.4, and FV-5.5. The collected
dataset indicates five months (May–October) of charging operation per-
formed every year. This means when temperature of STTS (TS-8) is
greater than twice the required temperature of the consumer, the
charging switches on. Charging operation discontinues if the difference
between inlet (TS-13) and outlet (TS-14) temperature is less than 5 C.
However, there are fluctuations in the charging operation. Discharging
switches on when temperature of STTS (TS-8) is smaller than inlet (TS-
13) temperature.Fig. 2. 3D model of the Borehole Thermal Energy Storage (BTES). Red-dots show th
measurements. TS23.1-TS23.7 and TS24.1-TS24.7 are the ground temperature meas
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3. Methodology
This section presents models of artificial neural network and BTES.
Machine learning implemented to Train artificial neural network models
(Datacamp, 2020). Artificial neural network model represents the mode
of operation (charging/discharging). Mathematical modelling of BTES
reveals numerous characteristics and applicability (Hellstrom, 1991;
Eskilson, 1987). These models improved to understand the thermal
properties of BTES applications (Al-Khoury et al., 2005; Al-Khoury and
Bonnier, 2006). FEFLOW is one example used to model and simulate the
performance (Diersch et al., 2011). Recent study reveal the influence of
groundwater and air temperature (Nguyen et al., 2017). Uncertainty in
the ground modelled using the experimental data to create multilayers of
the ground, studying the thermal properties and the possibilities to
expand the existing project (Tordrup et al., 2017). 3D model of BTES
created to study the performance in short-term (Haq and Hiltunen,
2019).
3.1. Artificial neural network
The mode of operation (charging/discharging) of BTES modelled
with artificial neural network. This model uses input and output infor-
mation from the dataset to mimic charging and discharging modes of
BTES. Input data consists of temperature, volumetric flow rate, and flow
valve measurements. Output data includes status signals for charging and
discharging modes. During the charging operation, the dataset indicates
“BTESCHARGING ¼ 1” and “BTESDISCHARGING ¼ 0”. The discharging
operation indicates “BTESCHARGING ¼ 0” and “BTESDISCHARGING ¼
1”. Classification-learning method used to train the output variables.
Parameters of the model shown in Table 1.e position of the sensors in the system. TS22.1-TS22.7 are the core temperature
urements.
Fig. 3. Accuracy of artificial neural network model for modes of operation.
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BTES model implemented in Comsol multiphysics. The hexagonal
shaped BTES consists of 144 boreholes heat exchanger pipes shown in
Fig. 2. There are six heat exchanger pipes connected in series between
inlet and outlet making up 24 strings in total. Each heat exchanger pipe
has a depth of 35 m and 2.25 m distance between them. The dimensions
of the ground are 36  34  52 m. The material properties presented in
Table 2. The temperature sensors represented as (TS). The position of
these sensors depicted with red dots. The core temperatures illustrated as
(TS22.1 to TS22.7), ground temperature from centre to right, shown as
(TS23.1 to TS23.7), ground temperature from centre to left, presented as
(TS24.1 to TS24.7) and inlet temperature represented as (TS13). The
boundary conditions consist of inlet temperature (TS13), volumetric flow
rate and the initial temperature of the ground.
There are two modules used to simulate the model namely, Heat
transfer in Solids and Non-isothermal pipe flow. Heat transfer module is
required to compute heat transfer in the ground caused by the heat
exchanger pipes. Non-isothermal pipe flow module computes heat
transfer caused by the fluid flow in the heat exchanger pipes. Heat
transfer in the ground expressed as:
ρCp
∂T
∂t þr:q ¼ Q (1)
q¼  krT (2)Fig. 4. Average daily su
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Where, ρ (kg/m3) is density, Cp (J/kg⋅K) is specific heat capacity, T (oC) is
temperature, t (s) is time duration, q (W/m2) is heat flux, k (W/m.K) is
thermal conductivity of the ground and Q (W/m3) is volumetric heat
source in the region. Heat transfer in pipe stated as:





uj3 þ Qwall (3)
Qwall ¼ hZðText  TÞ (4)
Where, u (m/s) is velocity, dh (m) is hydraulic diameter, fD is
dimensionless Darcy friction factor, and A (m2) is cross sectional area of
the pipe. Where,Qwall (W/m) is external heat transfer and Z (m) is wetted
parimeter. A tetrahedral mesh created which consists of 119613 nodes
and 60402 edge elements. Comsol software allows adding multiple
physics interfaces on the geometry. In this case, Heat transfer in solids
and Non-isothermal pipe flow interfaces used in the simulations, which
produces output similar to conjugate heat transfer as oppose to compu-
tational fluid dynamics (CFD). The model should be validated with
experimental measurements. Percentage error is calculated between
experimental measurements and simulated calculations (TS23 and








Where, Texp (0C) is experimental temperature and Tsim (0C) is simulated
temperature.
4. Results
This section presents results for both artificial neural network and
BTES models. The accuracy of BTES charging and discharging modes
estimated. Simulation of charging and discharging operation presented
in the following section.4.1. Accuracy of artificial neural network model
The accuracy of the models plotted in Fig. 3. The models predict the
signal of charging and discharging operation and have higher accuracy
on Train dataset compare to Test dataset. The Train dataset consists of all
inputs and outputs parameters, while the Test dataset consists of un-
known input parameters. The parameters shown in Table 1. Artificial
neural network model trained with Train dataset where it learns the
possible output. Test dataset then used to forecast the output with trained
model. There is a 20% validation split, which means 20% of the datasetrface temperature.
Fig. 5. Percentage error calculation between experimental measurements and
simulation results.
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well the model performs between known inputs and unknown inputs.
Charging and discharging operations validated so that it can be used in
other similar projects. Both charging and discharging models have an
average accuracy over 95%.
4.2. Validating model of borehole thermal energy system
Five simulations conducted to validate the model for each year of
charging operation. The collected dataset indicates six months (May-
–October) of charging operation performed every year. Experimental
measurements are the surface temperature of the BTES. Average surface
temperatures are always greater than zero (0C) due to the charging
strategy. In addition, charging operation starts if the reference temper-
ature is stable. Fig. 4 shows the average daily surface temperature. The
system description indicated that (TS22) was faulty. Therefore, TS-23
and TS-24 compared between simulation results and experimental
measurements. TS is the temperature sensor measurements referring to
the surface temperature of the BTES. There are six months of charging
operation simulated during 2011–2015. The data indicates temperature
measurement over 40 C at the beginning of the charging operation and
surface temperature rose over 60 C by the end.Fig. 6. Application of the proposed BTES. The excess heat from the CHP plants durin
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Fig. 5 presents percentage error calculation of charging operation
during 2011–2015. The estimation conducted by considering average
surface temperature measurements (TS-23 and TS-24). Errors (e23 and
e24) represent percentage error between experimental measurement and
simulation results. The minimum and maximum errors estimated at
2.54% and 7.8%. The average error between simulated and collected
data calculated under 5%.4.3. Limitations of the model
The model consists of 119613 plus 60402 number of degrees of
freedom. High number of degrees of freedom have high latency.
Computation of such complex model requires a lot of time to solve the
parameters. The model was simplified by reducing the air temperature
parameter. The insulation layer at the top and the soil layer were also not
considered in the simulation. The input parameter (TS13) was converted
into average daily temperature. The simulation was conducted in daily
time steps, which reduces the time duration to solve the model compared
to hourly simulation. Constant average volumetric flow rate was used
instead of variable flow rate. The model was validated for only five
months of charging operation instead of the whole year operation. Dis-
charging operation mode could not be validated due to high fluctuation
of heat demand during the entire year.
5. Application of borehole thermal energy system in Finland
The municipality of Sodankyl€a, Finland planned to construct six
small-scale CHP plants in order to reduce greenhouse gas emissions and
support the local economy of the region. The plants are supposed to
produce 4.3 MW of heat energy and contribute to the existing district
heat production. These plants are wood-based replacing the use of peat
energy source, eliminating the final significant fossil fuel use in the dis-
trict heat production. The heat demand in the region during summer is
significantly less than the winter. The preliminary study of the heat
production and consumption indicates a surplus of heat production from
June until August. The amount of heat surplus is high enough to inves-
tigate the opportunity of constructing heat storage system. The long-term
benefit of heat storage construction outweighs the required initial in-
vestment. Earlier research reveals the contribution of BTES to utilize
industrial heat (Guo et al., 2017; Xu et al., 2018). The stored heat energyg summer time stored in the BTES and connected with the distribution network.
Fig. 7. Core and surface temperature of the BTES during charging operation.
Fig. 8. Heat rate of charging operation.
Fig. 9. Inlet and outlet temperature during discharging operation.
Fig. 10. Heat rate during discharging operation.
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The BTES can also be utilized in 4G decentralized district heating systems
where the supply temperature is low. The efficiency of BTES reaches 90%
in low supply temperature grid after a few years of charging (Guo et al.,
2020). The benefits of using BTES in a low temperature small-scale dis-
trict is significantly higher than a conventional district heating network.
5.1. Investigating the possibility of borehole thermal energy system
installation
This section proposes an application of BTES with planned CHP
plants. According to the preliminary analysis of the project, summer
season (June–August) is reserved for service and maintenance. Data
analysis of supply and demand of heat energy during summer season
indicates a 1.53 MW surplus. This surplus heat energy can be stored in a
BTES. Fig. 6 illustrates a possible BTES installation with CHP plants. The
CHP plants delivers heat energy to the distribution network. In addition,
the supply line can be extended to connect a BTES, which stores excess
heat from the CHP plants. The BTES can discharge to the same supply line
if needed or it can extend to other distribution network for new con-
struction in the region. Next section simulates charging operation with
excess heat. This evaluates the capacity of the BTES and required number
of BTES to utilize 1.53 MW surplus heat energy during summer season.
5.2. Charging borehole thermal energy storage with excess heat
Initial temperature of the ground assumed to be 6 C, carrier fluid has
an average flowrate of 2 l/s, and constant supply temperature of 90 C
applied to the model. The simulation conducted for 90 days representing
the summer season to deliver the available excess heat. One of the re-
strictions of using BTES is that it takes few years of charging operation to6
reach a desired temperature before it can be used for discharging oper-
ation. The simulation indicated that constant supply temperature from
the district heating network insures the core temperature rise of 80 C
shown in Fig. 7. Core temperature (TS22.1-TS22.7) illustrated in Fig. 2.
Surface temperature (TS23.1-TS23.7 and TS24.1-TS24.7) estimated at
50 C at the end of the charging operation.
The energy stored calculated at 0.28 MW at the end of charging
operation. Fig. 8 shows the heat rate of charging operation during sum-
mer season. The simulation reveals that there is a potential of five BTES
of similar dimensions in order to utilize the total amount of excess heat
energy from the CHP plants. If the BTES has an efficiency of 40% as
estimated in the literature, it means that 86 kW of heat energy is readily
available for distribution from each BTES.5.3. Discharging borehole thermal energy system
Discharging operation investigated for short-term operation of the
system. Simulation conducted with a constant heat rate of 60 kW. The
initial temperature of the BTES considered to be 60 C, which is the
estimated temperature rise at the end of the charging period and suitable
for discharging operation rest of the year. Inlet and outlet temperature
evaluated with respect to the heat transfer between the heat exchanger
pipes and the ground. The volumetric flow rate of the carrier fluid
assumed at 2 l/s. The heat capacity of discharging operation is constant
for the entire discharging period. The simulation period assumed at 270
days. Fig. 9 shows the inlet and outlet temperature during the dis-
charging operation. The inlet and outlet temperature at the beginning of
the simulation estimated at 50 C and 60 C respectively. The tempera-
ture dropped down to 1 C and 6 C at the end of operation.
The temperature gradually decreases over time with a constant heat
extraction rate. At the end of the discharging operation, the average
Fig. 11. Heat rate during five years of operation. Charging operation conducted during June–August while discharging took place during September–May.
Fig. 12. Average core temperature of the BTES during five years operation.
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at 120 kW illustrated in Fig. 10. In practical scenario, the rate of heat
extraction varies with time. If the heat rate of extraction is less than the
assumed estimate, the temperature of the BTESwill result higher than the
calculation. Similarly, if the heat rate of extraction is higher than the
assumed estimate, the temperature of the BTES will result lower than the
calculation. The point of consideration is to acquire a balance between
charging and discharging operation. So that, the BTES can be used for a
long period. Another point of consideration is that the temperature of the
BTES at the end of the charging operation should not be very high
because higher temperature will significantly intensify the heat loss from
the BTES. The temperature of the BTES at the end of the discharging
operation should not be very low because the lower the temperature of
the ground, the longer time it will take to charge at the optimal tem-
perature at the end of the charging season.5.4. Five years operation of heat storage
In order to evaluate the short-term feasibility of BTES with the7
proposed mode of operation, the heat injection and extraction forecast in
Fig. 11. The heat extraction during the five years operation kept constant
which represent the maximum amount of heat extracted for the proposed
model. On the other hand, the heat injection during five years operation
decreases with time, which represents the temperature increase in the
BTES. The plot also shows the duration of heat injection (June–August)
and heat extraction (September–May). The heat extraction can be
increased, once the heat injection rate is decreased significantly after
number of years of operation. The plot depicts a clear representation of
the amount of heat rate injected or extracted.
The core temperature illustrated in Fig. 12. Temperature rose to 70 C
at the end of the charging operation of year one. The temperature
dropped down to 10 C at the end of the discharging operation of year
one. After five years of operation, the temperature estimated slightly less
than 20 C. It shows the potential to increase the heat extraction rate to
balance the operation. The temperature after four years of operation was
estimated to be over 70 C. It shows that heat loss is significantly high
which can be optimized by decreasing the injection heat rate.
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Charging and discharging operations revealed adequate information
on application of heat storage. The model can be connected to the CHP
plants storing the released excess heat. The stored heat estimated 0.28
kW, which does not utilize the entire excess heat released from the plants.
Additional five BTES is recommended with similar configuration to store
surplus heat. These heat storages is beneficial investment because stored
heat can be used during winter season to the existing supply network.
The heat storage can also be used to deliver heat to remote buildings.
Another possible application is a centralized 4G low temperature heating
network for new construction. The system can resemble DLSC project
with an interchangeable heat source. The DLSC project used fan coils for
space heating where the carrier fluid circulated from storage tank to
district network at an average temperature of 37 C. Similar configura-
tion can be taken with floor heating in new residential buildings in the
region. The DLSC study concluded that the investment was economically
challenging even with the subsidy. The major cost of such system is due
to the installation of solar heat collectors. The proposed model combined
with excess heat from the CHP plants makes the system economically
beneficial.
6. Conclusion
This study focuses on modelling 3D borehole thermal energy system
with a possible applications in Sodankyl€a, Finland. The municipality of
Sodankyl€a is planning the construction of six new CHP plants. Only two
of the plants operate during summer season and the rest are shutdown for
maintenance, which results in 1.53 MW of excess heat. The excess heat
can be stored in a heat storage which is useful during peak winter season.
A BTES model created to store excess heat from CHP plants. The
configuration parameters of the model were similar to the DLSC project.
Experimental dataset of DLSC system was used to validate the BTES
model. The accuracy of the model was estimated at 95%. An artificial
neural network was created to simulate the modes of operation
(charging/discharging). The accuracy was calculated to be 97%. The
model could be used in different heat storage applications. The stored
excess heat estimated at 0.28 MW during charging operation. Simula-
tions revealed that there is a potential of five BTES installation with
similar configuration to utilize the entire excess heat. The capacity of the
BTES projected between 285 kW and 250 kW during five years operation.
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